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Branch Panel: L2LA Branch Panel: L2PB Branch Panel: LANA
Location: Electrical 234 Volts: 120/208 Wye A.l.C. Rating: Determined by Coord. Study Location: Electrical 234 Volts: 120/208 Wye A.l.C. Rating: Determined by Coord. Study Location: Attic Volts: 120/208 Wye A.l.C. Rating: Determined by Coord. Study
Supply From: MDP9 (EXISTING) Phases: 3 Mains Type: MLO Supply From: MDP9 (EXISTING) Phases: 3 Mains Type: MLO Supply From: #9 (EXISTING) Phases: 3 Mains Type: MCB
Mounting: Surface Wires: 4 Mains Rating: 225 A Mounting: Surface Wires: 4 Mains Rating: 225 A Mounting: Surface Wires: 4 Mains Rating: 225 A
Enclosure: Type 1 MCB Rating: Enclosure: Type 1 MCB Rating: Enclosure: Type 1 MCB Rating: 225 A
Notes: Notes: Notes:
CKT Circuit Description Trip | Poles A B C Poles | Trip Circuit Description CKT CKT Circuit Description Trip | Poles A B C Poles | Trip Circuit Description CKT CKT Circuit Description Trip | Poles A B C Poles | Trip Circuit Description CKT
1 Lighting 20 A 1 1.4 kW | 0.7 kW 1 20 A |Lighting 2 1 Receptacles 20 A 1 0.9 kW | 0.5 kW 1 20 A |Receptacles 2 1 Receptacle - Attic 20 A 1 0.9 kW | 0.7 kW 1 20 A |Lighting - Attic 2
3 Lighting 20 A 1 0.1 kW | 0.4 kW 1 20 A |Lighting 4 3 Receptacles 20 A 1 0.7 kW | 0.4 kW 1 20 A |Receptacles 4 3 Motorized Dampers 20 A 1 0.2kW | 1kW 3 20A |ERU-C 4
5 Lighting 20 A 1 1.1 kW | 1.5 kW 1 20 A |Lighting 6 5 Receptacles 20 A 1 0.9 kW | 0.7 kW 1 20 A |Receptacles 6 5 |AHU-N11 50 A 3 3.8kW | 1kW - - |- 6
7 Lighting 20 A 1 0.7 kW | 0kW 1 20 A |Lighting 8 7 Receptacles 20 A 1 0.7 kW | 0.5 kW 1 20 A |Receptacles 8 7 -- -- -- 3.8kW | 1kW -- - |- 8
9 Spare 20A 1 OkW | OkW 1 20 A |Spare 10 9 Receptacles 20A 1 0.7 kW | 0.7 kW 1 20 A |Receptacles 10 9 - - - 3.8kW | 1kw 3 20 A |AHU-N1.2 10
11 |Spare 20A 1 OKkW | OkW 1 20 A |Spare 12 11 Receptacles 20A 1 1.3 kW | 0.9 kW 1 20 A |Receptacles 12 11 |AHU-N1.3 20A 1 0.3kW | 1kw -- -- -- 12
13 |Spare 20A 1 OkW | OkW 1 20 A |Spare 14 13 |Receptacles 20A 1 0.2kW | 0.2 kW 1 20 A |Receptacles 14 13 |Spare 0A 1 OkW | 1kW - - - 14
15 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 16 15 |Refigerator 20 A 1 1kW | 0.5kW 1 20 A |Receptacles 16 15 |Spare 0A 1 OkW | 1kW 3 20 A |[ERU-N2 16
17 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 18 17 |Receptacles 20 A 1 0.7 kW | 0.4 kW 1 20 A |Receptacles 18 17 | Spare 0A 1 OkW | 1kW -- -- -- 18
19 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 20 19 |Receptacles 20 A 1 0.2 kW | 0.4 kW 1 20 A |Other 20 19 |Motorized Dampers 20 A 1 04 kW | 1kW -- -- -- 20
21 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 22 21 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 22 21 |RF-N2 20A 3 2.1 kW | 0.3 kW 1 20 A |HVAC Controls 22
23 |Spare 20A 1 OkW | OkW 1 20 A |Spare 24 23 |Spare 20A 1 OkW | OkW 1 20 A |Spare 24 23 |- - - 21kW | 0kw 1 20 A |Spare 24
25 |Spare 20A 1 OkW | OkW 1 20 A |Spare 26 25 |Spare 20A 1 OkW | OkW 1 20 A |Spare 26 25 |- - - 21kW | 0kwW 1 20 A |Spare 26
27 |Spare 20A 1 OKkW | OkW 1 20 A |Spare 28 27 |Spare 20A 1 OKkW | OkW 1 20 A |Spare 28 27 |Spare 20A 1 OkW | OkwW 1 20 A |Spare 28
29 |Spare 20A 1 OKkW | OkW 1 20 A |Spare 30 29 |Spare 20A 1 OKkW | OkW 1 20 A |Spare 30 29 |Spare 20A 1 OkW | 0kwW 1 20 A |Spare 30
31 |Space -- -- OkW | OkW -- -- Space 32 31 |Spare 20 A 1 OkW | O0kW 1 20 A |Spare 32 31 |Spare 20 A 1 OkW | OkW -- -- Space 32
33 |Space -- -- OkW | OkW -- -- Space 34 33 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 34 33 |Spare 20 A 1 OkW | OkW -- -- Space 34
35 |Space -- -- OkW | OkW -- -- Space 36 35 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 36 35 |Spare 20 A 1 OkW | OkW -- -- Space 36
37 |Space -- -- OkW | OkW -- -- Space 38 37 |Space -- -- OkW | OkW -- -- Space 38 37 |Space -- -- OkW | O0kW -- -- Space 38
39 |Space - - OkW | OkW - - Space 40 39 |Space - - OkW | OkW - - Space 40 39 |Space - - OkW | OkwW -- -- Space 40
41 | Space -- -- OkW | OkwW -- -- Space 42 41 | Space -- -- OkW | OkwW -- -- Space 42 41 | Space -- -- OkW | 0kW -- -- Space 42
Total Load: 2.80 kw 0.55 kw 2.64 kw Total Load: 3.60 kw 4.06 kW 4.86 kW Total Load: 10.95 kW 9.48 kW 9.28 kW
Total Amps: 26 A 5A 25A Total Amps: 30A 34 A 41 A Total Amps: 92 A 79A 77 A
Legend: Legend: Legend:
Notes: Notes: Notes:
Branch Panel: L2PA Branch Panel: L2PC Branch Panel: LASA
Location: Electrical 234 Volts: 120/208 Wye A.l.C. Rating: Determined by Coord. Study Location: Electrical 234 Volts: 120/208 Wye A.l.C. Rating: Determined by Coord. Study Location: Attic Volts: 120/208 Wye A.l.C. Rating: Determined by Coord. Study
Supply From: MDP9 (EXISTING) Phases: 3 Mains Type: MCB Supply From: MDP9 (EXISTING) Phases: 3 Mains Type: MCB Supply From: #9 (EXISTING) Phases: 3 Mains Type: MCB
Mounting: Surface Wires: 4 Mains Rating: 225 A Mounting: Surface Wires: 4 Mains Rating: 225 A Mounting: Surface Wires: 4 Mains Rating: 225 A
Enclosure: Type 1 MCB Rating: 225 A Enclosure: Type 1 MCB Rating: 225 A Enclosure: Type 1 MCB Rating: 225 A
Notes: Notes:
Provide panel with through feed lugs Provide panel with through feed lugs
CKT Circuit Description Trip | Poles A B C Poles | Trip Circuit Description CKT CKT Circuit Description Trip | Poles A B C Poles | Trip Circuit Description CKT CKT Circuit Description Trip | Poles A B Poles | Trip Circuit Description CKT
1 Security Door Controllers 20 A 1 0.5 kW | 0.5 kW 1 20 A |Power to Furniture 2 1 Power to Furniture 20 A 1 0.5 kW | 1.2 kW 1 20 A |Copier 2 1 Receptacle - Attic 20 A 1 0.7 kW | 0.5 kW 1 20 A |Receptacle - Attic 2
3 Power to Furniture 20 A 1 0.5 kW | 0.5 kW 1 20 A |Power to Furniture 4 3 Receptacles 20 A 1 0.4 kW | 0.5 kW 1 20 A |Receptacles 4 3 Lighting - Attic 20 A 1 0.8 kW | 0.5 kW 1 20 A |Lighting - Attic 4
5 Power to Furniture 20 A 1 0.5 kW | 0.7 kW 1 20 A |Receptacles 6 5 Receptacles 20 A 1 0.7 kW | 0.7 kW 1 20 A |Receptacles 6 5 Spare 0A 1 0 kW | 2.6 kW 3 40 A |AHU-S11 6
7 Receptacles 20 A 1 0.4 kW | 0.7 kW 1 20 A |Receptacles 8 7 Receptacles 20 A 1 0.7 kW | 0.5 kW 1 20 A |Power to Furniture 8 7 Spare 0A 1 0 kW | 2.6 kW -- -- -- 8
9 Receptacles 20A 1 0.7 kW | 0.9 kW 1 20 A |Receptacles 10 9 Power to Furniture 20A 1 0.5kW | 0.9 kw 1 20 A |Receptacles 10 9 Spare 0A 1 OkW | 2.6 kW - - - 10
11 Power 20A 1 0.5kW | 0.7 kW 1 20 A |Receptacles 12 11 Receptacles 20A 1 0.7 kW | 0.7 kW 1 20 A |Receptacles 12 11 |AHU-S1.2 20A 3 1kW | 0.3 kW 1 20 A |AHU-S1.3 12
13 |Receptacles 20A 1 0.7 kW | 0.5 kW 1 20 A |Receptacles 14 13 |Receptacles 20A 1 0.7 kW | 1.2 kW 1 20 A |Copier 14 13 |- -- -- 1kW | 0.4 kW 1 20 A |Motorized Dampers 14
15 |Receptacles 20A 1 0.9kW | 0.5 kW 1 20 A |Receptacles 16 15 |Receptacles 20A 1 0.4 kW | 0.4 kW 1 20 A |Receptacles 16 15 |- -- -- 1TkW | 1kW 3 20 A |ERU-S2 16
17 |Receptacles 20 A 1 0.1 kW | 0.4 kW 1 20 A |Receptacles 18 17 |Power to Furniture 20 A 1 0.5 kW | 0.4 kW 1 20 A |Receptacles 18 17 |RF-S2 30 A 3 21kW | 1kW -- -- -- 18
19 |Receptacles 20 A 1 0.9 kW | 0.9 kW 1 20 A |Receptacles 20 19 |Receptacles 20 A 1 0.7 kW | 0.5 kW 1 20 A |Power to Furniture 20 19 |- -- -- 21kW | 1kW -- -- -- 20
21 Power to Furniture 20 A 1 0.5 kW | 0.5 kW 1 20 A |Power to Furniture 22 21 Receptacles 20 A 1 0.4 kW | 0.4 kW 1 20 A |Receptacles 22 21 |- -- -- 21kW | 2.1 kW 3 30A |RF-C 22
23 |Receptacles 20 A 1 0.5 kW | 0.7 kW 1 20 A |Receptacles 24 23 |Refrigerator 20 A 1 1kW | 0.7 kW 1 20 A |Receptacles 24 23 |Spare 0A 1 0kW | 2.1 kW -- -- -- 24
25 |Receptacles 20A 1 0.7 kW | 0.7 kW 1 20 A |Receptacles 26 25 |Receptacles 20A 1 0.4 kW | 0.5 kw 1 20 A |Power to Furniture 26 25 |Spare 0A 1 OkW |2.1kW - - - 26
27 |Receptacles 20A 1 0.7 kW | 0.5 kW 1 20 A |Receptacles 28 27 |Power to Furniture 20A 1 0.5kW | 0.5 kW 1 20 A |Power to Furniture 28 27 |Spare 0A 1 OkW | 0.7 kW 1 20 A |Motorized Dampers 28
29 |Receptacles 20A 1 0.7 kW | 0.7 kW 1 20 A |Receptacles 30 29 |Spare 20A 1 OkW | OkW 1 20 A |Spare 30 29 |Spare 20A 1 0OkW | 0.3 kW 1 20 A |HVAC Controls 30
31 |Spare 0A 1 OkW | OkW 1 20 A |Spare 32 31 |Spare 20A 1 OkW | OkW 1 20 A |Spare 32 31 |Spare 20A 1 OkW | OkwW 1 20 A |Spare 32
33 |Spare 20 A 1 OkW | O0kW 1 20 A |Spare 34 33 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 34 33 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 34
35 |Spare 20 A 1 OkW | O0kW 1 20 A |Spare 36 35 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 36 35 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 36
37 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 38 37 |Space -- -- OkW | OkW -- -- Space 38 37 |Space -- -- OkW | OkW -- -- Space 38
39 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 40 39 |Space -- -- OkW | OkW -- -- Space 40 39 |Space -- -- OkW | OkW -- -- Space 40
41 |Spare 20A 1 OkW | OkW 1 20 A |Spare 42 41 |Space - - OkW | OkW - - Space 42 41 | Space - - OkW | OkwW -- -- Space 42
Total Load: 6.58 kW 6.32 kw 5.59 kw Total Load: 6.92 kw 4.74 KW 5.46 kW Total Load: 10.51 kW 10.96 kW 9.43 kW
Total Amps: 56 A 54 A 47 A Total Amps: 59 A 40 A 46 A Total Amps: 89 A 93 A 79A
Legend: Legend: Legend:
Notes: Notes: Notes:
Branch Panel: ELP-9
Location: Existing Main Elec Rm Volts: 120/208 Wye A.l.C. Rating:
Branch Panel: ENTRY Branch Panel: ELEV Supply From: Phases: 3 Mains Type:
Location: Elev Equip Room 100A Volts: 120/208 Wye A..C. Rating: Determined by Coord. Study Location: Elev Equip Room 100A Volts: 120/208 Wye A..C. Rating: Determined by Coord. Study EM°‘I‘"t'"gj i””a:e Wires: 4 M“;'é'; Ea:fngj 100A
Supply From: MDP9 (EXISTING) Phases: 3 Mains Type: MCB Supply From: #9 (EXISTING) Phases: 3 Mains Type: MCB nclosure: Type ating:
Mounting: Recessed Wires: 4 Mains Rating: 100 A Mounting: Recessed Wires: 4 Mains Rating: 100 A Notes:
Enclosure: Type 1 MCB Rating: 60 A Enclosure: Type 1 MCB Rating: 60 A '
Notes: Notes:
CKT Circuit Description Trip | Poles A B Poles | Trip Circuit Description CKT
1 Lighting 20A 1 0.9kW | 0kW 1 20 A |Lighting 2
3 Lighting 20 A 1 0.4 kW | 0.3 kW 1 20 A |Lighting - Basement Entry 4
CKT Circuit Description Trip | Poles A B Cc Poles | Trip Circuit Description CKT CKT Circuit Description Trip | Poles A B Cc Poles | Trip Circuit Description CKT 5 FACP 2nd Floor 20 A 1 0.5kW | 0kwW 1 0 A |Existing Circuit 6
1 Power - Auto Door B14A 20 A 1 1kW | 0.9kW 1 20 A |Receptacle - Entry 2 1 Receptacle - Elev Machine Room 20 A 1 0.2 kW | 0.1 kW 1 20 A |Lighting - Elev Machine Room 2 7 Existing Circuit 0A 1 OkW | 0kW 1 0 A |Existing Circuit 8
3 Power - Auto Door B14E 20 A 1 1kW | 0.3 kW 1 20 A |Power - FCU-1 4 3 Lighting - Elev Cab 20 A 1 0.3 kW | 0.5 kW 1 20 A |Elev Sump Pump 4 9 Existing Circuit 0A 1 OkW | OkW 1 0 A |Existing Circuit 10
5 Power - Dock Lift 30 A 3 2.1kW | 0.2 kW 1 20 A |Lighting - Dwelling Unit 6 5 Elev Pit Rec 20 A 1 0.2 kW | 0.3 kW 1 20 A |Elev Pit Lighting 6 11 | Existing Circuit 0A 1 OkW | OkW 1 0 A |Existing Circuit 12
7 - - - 21kW | 04 kW 1 20 A |Site Lighting 8 7 CU-1/AC-1 20A 2 2KW | 0kW 1 20 A |Spare 8 13  |Existing Circuit 0A 1 OkW | 0kwW 1 0 A |Existing Circuit 14
9 -- -- -- 21kW | 1kW 1 20 A |Power 10 9 -- -- -- 2kW | OkW 1 20 A |Spare 10 15 | Existing Circuit 0A 1 OkW | OkW 1 0 A |Existing Circuit 16
11 Door Security Controller 20 A 1 0.1 kW | 0.5 kW 1 20 A |LCPB Feed 12 11 | Spare 20 A 1 OkW | OkW 1 20 A |Spare 12 17 | Existing Circuit 0A 1 OkW | OkW 1 0 A |Existing Circuit 18
13 |Spare 20A 1 OkW | OkW 1 20 A |Spare 14 Total Load: 2.34 kW 2.78 kW 0.50 kW 19 |Existing Circuit 0A 1 0kW | OkwW 1 0 A |Existing Circuit 20
15 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 16 Total Amps: 22 A 26 A 4 A 21 | Existing Circuit 0A 1 OkW | OkW 1 0 A |Existing Circuit 22
17 |Spare 20 A 1 OkW | OkW 1 20 A |Spare 18 Legend: 23 | Existing Circuit 0A 1 OkW | 0kwW 1 0 A |Existing Circuit 24
19 |Space -- -- OkW | OkwW -- -- Space 20 ' 25 | Existing Circuit 0A 1 OkW | O0kW 1 0 A |Existing Circuit 26
21 |Space -- -- OkW | OkwW -- -- Space 22 27 | Existing Circuit 0A 1 OkW | OkW 1 0 A |Existing Circuit 28
23 |Space -- -- OkW | OkwW -- -- Space 24 29 | Existing Circuit 0A 1 OkW | OkW 1 0 A |Existing Circuit 30
Total Load: 4.41 kW 4.38 kW 2.89 kw Notes: Total Load: 0.92 kW 0.70 kw 0.50 kw
Total Amps: 39A 38 A 24 A Total Amps: 8A 6 A 4 A
Legend: Legend:
Notes: Notes: NORTH
This is the existing life-safety panelboard, new circuits added shall be the same circuits on the second floor presently.
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